District heating networks are commonly addressed in the literature as one of the most effective solutions for decreasing the greenhouse gas emissions from the building sector. These systems require high investments which are returned through the heat sales. Due to the changed climate conditions and building renovation policies, heat demand in the future could decrease, prolonging the investment return period. The main scope of this paper is to assess the feasibility of using the heat demand -outdoor temperature function for heat demand forecast. The district of Alvalade, located in Lisbon (Portugal), was used as a case study. The district is consisted of 665 buildings that vary in both construction period and typology. Three weather scenarios (low, medium, high) and three district renovation scenarios were developed (shallow, intermediate, deep). To estimate the error, obtained heat demand values were compared with results from a dynamic heat demand model, previously developed and validated by the authors. The results showed that when only weather change is considered, the margin of error could be acceptable for some applications (the error in annual demand was lower than 20% for all weather scenarios considered). However, after introducing renovation scenarios, the error value increased up to 59.5% (depending on the weather and renovation scenarios combination considered). The value of slope coefficient increased on average within the range of 3.8% up to 8% per decade, that corresponds to the decrease in the number of heating hours of 22-139h during the heating season (depending on the combination of weather and renovation scenarios considered). On the other hand, function intercept increased for 7.8-12.7% per decade (depending on the coupled scenarios). The values suggested could be used to modify the function parameters for the scenarios considered, and improve the accuracy of heat demand estimations. 
INTRODUCTION
Demands of economic growth and improvements in living standards people led to higher levels of energy consumption. To speed up economic activities' development with less energy, efforts must focus on energy buildings efficiency, particularly, in country like Djibouti with important level of solar radiation. The axes of research stretch from envelope to diverse types of mechanical equipment and the bioclimatic conception of the building. The ventilated roof is one of the construction method used to reduce envelope gains of building by creating an air gap over the conventional roof. By the shading effect and the free ventilation in the air gap, this structure reduces the heat flux into the building. The study aims to examine the potential benefits of a ventilated roof under the Djiboutian climate 
Problem statement and approach

Problem statement
Measurements made by the Djiboutian Agency for Energy Management (ADME) [1] , estimates the final energy consumption of the country at approximately 228 ktoe, distributed among the sectors as shown in Fig. 2-a . Transportation represents the largest share of consumption (81%) while the combined residential and tertiary sectors represent 18%. However, when only the electricity is considered, the building sectors represent the largest share, about 90% of the country's consumption as shown in Fig. 1-b . The break-down of the electricity use in 2013 shows that in most buildings (office and household) high electricity consumption results from the use of air conditioning as shown in the Fig. 1 (c) and Fig. 1 (d) . Electrical demand remains dominated by the refresh requirement, namely air conditioning and ventilation, which together account for more than 50% of electricity consumption. Indeed, cooling is one of the basic requirements for people because of the overheating of indoor spaces which is the major cause of human discomfort. But, in Djibouti, the need of airconditioning is a serious financial problem for households and for the state and it is exacerbated by other factors like inefficiency of the building's envelope. In fact, if the building envelope is not correctly designed the heat fluxes through the structures are the cause of a significant increase in energy consumptions [2] . Author name / Energy Procedia 00 (2017) 000-000 The amount of solar energy received by the surface depends on the sun position and the time of day or the time of year. The data collected from a local weather station were used to estimate the heat gain for each surface as shown in Fig. 2 (a) . The Figure 2 -b show the amount of monthly average direct radiation on a horizontal roof and vertical wall, for different orientations in Djibouti. The roof receives the largest part of the solar radiation with nearly 35% of the total radiation reaching the building. The south facing wall receives 17%, the north wall 11% and the east and west oriented wall receive 38% together. The heat is transferred through the wall into the building whose temperature increases. Therefore, the thermal efficiency of the roof is an essential element in providing thermal comfort. This depends mostly on the roof forms and the materials used to minimize the amount of solar radiation absorbed by the roof. In the ventilated roof, the heat is removed by the air flow through the double-skin and thus constitutes a cost effective for the developing country like Djibouti.
In Djibouti, building typology is classically centered on the development of two sectors: residential and tertiary. The residential sector is generally composed of the following types of buildings:
 Standard home made up of, in the most of case, sheet-metal roof or tiles roof. This type represents the largest share according to DISED, the Djiboutian agency of demographic and statistical data [3] , with 67% of the residential sector as shown in Fig. 3 (a) . An example of the building front face is presented in Fig. 3 (b) with a pitch angle of more than 5° at least.  Residential building with 5% of the construction consists of several floor levels and a concrete roof.  Villa with 4% is single family home with tiles roof or concrete roof.  The walls of theses building consist of external and internal cement plaster and bricks or concrete blocks.  Tukuls, informal settlements and others which together account for more than 20% constitute an extremely precarious building and are in the urban slum. There is no trace of traditional architecture in Djibouti, which could have provided the basis for a sober bioclimatic architecture in term of resources use and energy consumption. Furthermore, the architecture of Djibouti is marked by the colonial past of the city and bears the early influences of the Yemenite architecture and the Arab cities with a large permanent and perpetual construction projects.
Literature review
Many researches have been undertaken to study the performance of a ventilated roof since Fracastoro et al. in 1997 [4] who studied the idea of reducing heat gain in dwellings by using under-roof cavities. They presented a numerical model for steady-state thermal analysis of ventilated and unventilated light roofs. Sandberg and Moshfegh in 1998 [5] has discussed about the relationship between the solar heat input and the induced cavity ventilation rate. In 2001, Hirunlabh et al. [6] tested different correlations for the Nusselt number as a function of solar radiation for different tilt angles of the roof. In 2002, the French Scientific and Technical Centre for Building Research [7] conducted a series of measurements on an experimental double-skin roof. Experimental investigation of free convection in roof solar collector by Khedari et al in 2002 [8] resulted in a dependence law of the Nusselt number upon the Rayleigh number, the angle of channel, and the aspect ratio of the ventilation cavity, i.e., the ratio between channel's width and its length. Ciampi et al. in 2005 [9] , then, Dimoudi et al. 2006 [10] and Černe and Medved in 2007 [11] , recognized that the ventilated roof contributes to maintain the temperature of the inner shell to a temperature that is closer to ambient conditions, and thereby reduce the impact of solar radiation on building. In 2007, Chang et al. [12] evaluated experimentally the energy savings achieved by incorporating a radiant barrier system in a double-skin roof. Based on numerical and experimental simulation, Biwole et al. in 2008 [13] stated that the optimal width for the ventilation channel must lie between 6 cm and 10 cm. Lai et al. in 2008 [14] investigated further the optimal spacing as a function of the Grashof number by using an open-ended inclined model with parallel plates to simulate the ventilated roof structure receiving solar radiation. Villi et al. [15] for their part, develop correlations for the characterization of the airflow and heat transfer phenomena in the ventilation cavity in 2009. Based on the study of the thermo-fluid dynamic behavior of the air within the ventilated roof and the heat fluxes through ventilated roofs, Gagliano et al. in 2012 [16] concluded that the ventilation of roofs can reduce significantly the heat fluxes (up to 50%) during summer season.
The study of the ventilated structures is very complex and depends on the airflow rate, thermo-physical properties of materials, external conditions and many other parameters. The aim of this is to investigate the thermal performance of ventilated roofs in Djibouti. The computational fluid dynamics (CFD) has been used for the characterization of the airflow and heat transfer phenomena in the ventilated cavity with buoyancy driven airflow. Experiment from the literature review has been used to validate the CFD model and then the energy performance has been evaluated for three configurations based on the dimensionless index (Es).
Numerical simulation description
Model description
The roof of standard house is studied here since it represents the largest part of the building typology in Djibouti. This type of home is generally built with peaked galvanized sheet roof or a tiled roof or just a concrete slab. Two model configurations to reduce the heat fluxes through the roof were considered. The first configuration is a ventilated structure consisting of two flat elements separated by an airgap that enable air flow as shown in Fig. 4 . A 6-mm screen is placed over the standard roof (sheet metal). In the second configuration, a 5-cm insulation is added in the inner slab. The traditional inclination (5°) and 5-m length of the roof is assumed. All materials have also been assumed to be homogeneous and isotropic. Thermo-physical characteristics and geometry of the ventilated roofs are shown in Table 1 . The roof is separated from the indoor by a non-ventilated air gap. The thermal resistance of the air gap has been evaluated to 0.18 m2/K.W, making reference to the ISO EN UNI 6946 guidelines [17] (CEN,2007) .This value was also verified by CFD prediction.
Governing equations and Boundary conditions
In this study, the wind effect was ignored. Indeed, wind conditions in the urban environment are influenced by the local wind data, the density of the buildings in the area and wind canyon effects [17] which is a challenging task to reproduce. Therefore, only the flow of air due to difference in density resulting from being at different temperatures has been considered and the wind contribution has been assumed to be null, which corresponds to the worst case.
The computation fluid dynamic (CFD) approach has been used to calculate the thermodynamic properties of air within the ventilated layer via the "Fluent" code. It's a detailed modelling technique that solves the time averaged Navier-Stokes equations of motion for steady and incompressible flows. These equations are coupled to heat equation for analysis of thermal performances of ventilated roof.
Within the solid parts, (screen, sheet metal and insulation) heat transfers are dominated by conduction governed by the following equation (1):
where λ is the thermal conductivity, ρ is the density, Cp is the specific heat capacity, T and t refer to the temperature and the time.
Above the upper slab, this equation can be solved using the Neumann boundary condition as shown in equation (2) .
where T �� � is the temperature of the upper slab's external surface and Ta is the outdoor air temperature, α �� is the solar absorption coefficient of the screen, I is the total solar radiation incident on the surface while hc is the coefficient of convective heat transfer upon the screen. However, the problem has been simplified and the sol-air temperature (Tsa) has been calculated on the screen. 
where h �� is the coefficient of heat transfer including the effects of radiation and convection upon the screen.
On the internal surface, convection with the air and long wave radiation with the lower slab are considered. Beneath the lower slab, long wave radiation with a non-ventilated cavity has been neglected. Such approximation is done because of the feeble impact of the long wave radiation on the air gap's temperature [13] . And the temperature of the cavity has been assumed to be equal to that of the room. Therefore, the following equation (4) is considered:
where T �� � is the lower slab's indoor surface temperature.
The value of the solar absorption of the screen covering surface has been set to 0.6. Heat transfer coefficient of inner and outer surface have been defined respectively hi= 7.8 W/(m².k), and heq= 12 W/(m².k), taking 313.15 K as outdoor temperature and 299.15 as indoor temperature. The emissivity of the two slabs facing the air gap has been assumed to 0.8.
In the air gap, heat equation (1) is coupled with:
 Conservation of mass Since the density variation of the air in the cavity is supposed constant, this equation is simplified to ∇v �⃗ = 0 (5) where �⃗ is the velocity vector in equation (5) and (6) .   Conservation of momentum (in the stationary case) ρv �⃗. ∇v �⃗ = ∇ (μ( ∇v �⃗ + (∇v �⃗) � ) − ∇P + ρg �⃗ (6) where ρ is the air density, P is the static pressure, while ρg �⃗ represents the buoyancy force. The study of natural convection is made by the Boussinesq approximation using equation (7).
Therefor the buoyancy force from equation (6) becomes:
where ρa is the density at Ta and β = � � � is the thermal expansion coefficient. To take in account the air inlet and outlet into the air gap, a constant temperature Ta and relative pressure of 0 Pa has been assigned at the entry and outlet. These equations are solved in a geometrical domain defined by the boundary conditions previously mentioned and taking into account turbulent phenomena. Turbulence modelling is particularly relevant in CFD simulation since unsuitable modeling may be an important source of error.
The k-ε "realizable" model has been used in this study. The choice of this model is directly linked to his accuracy in flow inside cavity. Many reaserch find that this model has been validated for flows problems with pressure gradients and recirculation [19, 20] . For a better understanding of wall-bounded flow, and in order to enable the full resolution of the viscosity dominated region, the near-wall region has been finely modeled. An example of the meshing for such process is displayed in Fig. 5 . The modeling of the near-wall flow consists in defining a numerical model using the enhanced wall treatment approach capable of predicting the pressure-velocity and temperature fields near the components of the roof which subdivide the domain into a viscosity affected region and a fully turbulent region. Therefore, to include the buoyancy effects on turbulent equations, the full buoyancy effect has been turned on.
The simulations were carried out by considering the air as a Newtonian fluid, incompressible, of constant viscosity and subjected to the gravity field. The discretization is based on the finite volume method and the resolution of the equations is based on the SIMPLE algorithm. This algorithm based on a predictor-corrector method was developed by Patankar [21] .
Convergence control has been carried out using convergence thresholds. These are residues resulting from the iterative resolution of the system of equations. For all the simulations, the values of these thresholds are the following:
• 10-4 for continuity, • 10-3 for the turbulent kinetic energy and its dissipation rate, • 10-6 for energy.
Validation of the cfd model
To  T1 to T4 correspond to temperature measured by a T-type thermocouple with T4 placed on the external face of the upper sheet whereas T2 is placed on the cavity-side face of the lower sheet. E indicates the solar radiation and Tair, the outdoor air temperature. From this result, three points (at 10 a.m., 1 p.m. and 16 p.m.) has been used to validate the numerical simulation by comparing, each time, T2 and T4 to numerical result. The following Table II presents the comparison between experimental and numerical solution. It is interesting to note here that a noticeable difference between numerical and experimental results is observed at the early and late hours. The heat variations of the metal sheet are less rapid due to their thermal inertia which is not considered by our stationary numerical simulation. However, in the middle part of day, the numerical prediction shows the same variation of the experimental results with a difference of 1°C or less in temperature. Based on these comparisons it is possible to assert the validity of the proposed CFD model for the study of ventilated structures. 
Temperature and air velocity fields
After the CFD model used in this study has been validated, the configurations of the roof described in the paragraph 2 is analysed from thermal performance point of view. In the section, only the configuration without insulation is presented. The second configuration with insulation is discussed in part 4.2. The following environmental conditions have been used for the simulation:
 Solar radiation I = 1000 W/m². This value corresponds the highest value in Djibouti according to our local weather station.  Outdoor temperature Ta = 313 K;  Indoor temperature Ti = 299 K. The temperature and air velocity profiles within the cavity are presented in Fig.7 . These results concern only the ventilated roof in Fig. 4 . The air velocity profile in Fig. 7 (b) is parabolic, with a zero value on both plates due to the no-slip boundary condition. However, the temperature in the cavity strongly increases reaching a maximum value of 340 K near the screen, thus forming an asymmetrical profile. The buoyancy force, which is proportional to the difference between plate's temperature and outdoor temperature, causes this and the buoyancy is largest near the screen.
The air temperature increases along the direction of the motion as shown in the Fig. 7 (c) and 7 (d). It was also noted that the air in the middle of the airgap remains at the outdoor temperature for the simple reason that the thermal boundary layer of the two plates have not merged. The upper slab's temperature varies from 328 K to 340.5K whereas metal sheet's temperature varies from 311 to 315K due to thermal radiation and the lower values being observed near the channel's entry. This result is characteristic of natural convection flow within the ventilated cavity [13] .
Heat flux through the roof structure
To have a quantitative assessment of the energy saving potential of the ventilated roof it is necessary to compare the heat flux incoming for three typologies of roof as shown in Fig.8 . The first case (see Fig. 8 (a) ) is the traditional galvanized sheet roof structure. The second case (see Fig. 8 (b) ) corresponds to a non-insulated ventilated roof and the last case in Fig. 8 (c) is an insulated ventilated roof. The thermal performance has been studied by introducing an indicator of performance, that enables the comparison between the two different ventilated roofs compared to the standard roof, which is the energy saving rate Es defined as:
where � , � and � are the heat flux coming into the building, referred to a standard roof, to a ventilated but noninsulated roof and to ventilated and isolated roof. The results are presented in Fig. 9 . It is possible to observe that the use of the ventilated roof considerably reduces heat flux coming into the building (almost 50% of energy saving rate) from 116 W/m² for the standard roof to 60 W/m² for the ventilated but noninsulated roof. In case the roof has an insulation placed in the inner slab in addition of the ventilated cavity, the efficiency of the roof is even better than the previous configuration saving up to 85 % of the incoming heat flux with only 17 W/m². This result indicates that the ventilated and insulated roofs have the best performance, from the point of view of energy saving.
